ODH Investigation Emergency Response Procedure - MCR ADDP-OP-0013
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Possible ODH condition indicated

A

Check oxygen readings via control system

Y

If, at any time during this procedure
a second oxygen detector goes into alarm
report a “Cryogenic Emergency” to x3131

(see note below regarding false alarms)

Is more than one oxygen

sensor alarming? NO ¥ Dispatch Field Team

y

YES Advise field team
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Report Cryogenic Emergency to 3131

y

Order Field Team to evacuate area
if already dispatched to scene

A 4

Initiate Cryogenic Emergency
Emergency Response Procedure

Note: If an oxygen monitoring chassis loses power,
each of its active channels will go into alarm.
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